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Combination of Synchronous Condenser and
Synthetic Inertia for Frequency Stability
Enhancement in Low Inertia Systems
Ha Thi Nguyen, Student Member, IEEE, Guangya Yang, Senior Member, IEEE, Arne Hejde
Nielsen, Senior Member, IEEE, and Peter Højgaard Jensen
Abstract—Inertia reduction due to high-level penetration of
converter interfaced components may result in frequency stability
issues. The paper proposes and analyzes different strategies
using synchronous condenser (SC), synthetic inertia (SI) of wind
power plant, and their combination to enhance the frequency
stability of low inertia systems under various scenarios and wind
conditions. Furthermore, one of the SC models includes hardware
of automatic voltage regulator (AVR) for better representation of
the reality is implemented. The simplified Western Danish power
system simulated in real time digital simulator (RTDS) is used as
a test system of low inertia to demonstrate the effectiveness of the
strategies. The comparative results show that the combination of
SC with AVR hardware-in-the-loop test and SI offers a better
improvement not only on frequency stability (rate of change
of frequency and frequency deviation) but also on the system
synchronism under various operating conditions.
Index Terms—Frequency stability, low inertia systems, syn-
chronous condenser, synthetic inertia, wind power.
I. INTRODUCTION
W ITH the replacement of conventional generation bypower electronic-based generation such as wind power
plants, photovoltatics plants, and importing high-voltage direct
current (HVDC) links, the significant inherent rotational inertia
property of traditional power plants is displaced by a smaller
or no rotational inertia of converter interfaced generation.
Therefore, high-level power electronic-based generation pene-
tration makes the system inertia reduce that leads to the system
frequency more vulnerable and probable frequency instability
under severe disturbances.
There have been many researchers considering the impact
of low inertia on power system stability and operation because
of high renewable energy penetration level [1]–[3]. In [1], a
research related to system inertia and the challenge in the sys-
tem operation due to the inertia reduction are investigated. The
study proposes using storage devices or inertia of converter
connected generation as a solution for low inertia systems.
Maintaining sufficient inertia in the system to guarantee op-
erational security is a main challenge of the Nordic power
system [2]. The low inertia effect on power system operation
and stability with high converter-connected wind turbine and
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photovoltaic penetration level is analyzed in [3]. The paper
demonstrates that system inertia becomes heterogeneous and
frequency dynamics are faster in power systems with low
inertia. Recently, 1200 MW photovoltaic resource interruption
incident in the Southern California system is occurred due to
low system frequency condition that activates inverters trip
based on the instantaneous frequency measurement during a
fault [4]. Consequently, the low inertia issue has been generally
recognized.
To improve the frequency stability, transmission system
operators (TSOs) have issued grid codes to the participation
of wind power plants (WPPs) in frequency control [5]. In
addition, the role and potential ability of WPPs for supporting
frequency control have been investigated in [6] that provides
foreseeable ideas for further research work on WPPs. Recent
literature proposed strategies on implementing inertial support
of WPPs, the so-called synthetic inertia (SI), most of them
propose a supplementary control into active power loop that
is activated during frequency changes. It can be classified
into two main categories. The first one attempts to mimic the
inertial response of conventional power plants [7], [8] that uses
df/dt as an input signal, while the second one takes frequency
deviation as an input signal with fast response time [9], [10].
The authors in [11] use the combination of the two control
strategies to provide inertial response for WPP. An ancillary
control signal proportional to df/dt and frequency deviation
is used to increase/decrease the electric power of WPP.
A number of authors have paid more attention to the
activation schemes instead of control methods for SI im-
plementation [12], [13]. A coordination of inertial response
and grid event detector using a demanded inertia response
and df/dt calculation trigger are studied in [12], whereas
different activation methods are proposed and analyzed in [13]
that focuses on trigger schemes without coordinated with the
control. Based on the above-mentioned literature, a fulfilled
control strategy investigated both the control method and the
activation scheme for SI of WPPs has not done yet. Moreover,
the synthetic inertia from WPPs is not fast enough to react in
severe disturbances.
Synchronous condenser (SC) has been playing an important
role in reactive power compensation and keeping voltage
stability in power systems for a couple of decades [14].
By varying the field excitation current, SC can operate at
over-excited or under-excited modes to supply/absorb reactive
power to/from the network that can control smoothly the
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voltage or keep the system power factor at a specified level.
SC can also support the short-circuit power to the network
that can improve system interconnections, facilitates system
protection and enhances the operation of modern power elec-
tronics installations [15]. Furthermore, using SC for decreasing
under frequency load shedding is investigated in [16] and a
interaction between active power and reactive power channels
of synchronous condensers to improve primary frequency
control is studied in [17].
Completely different from WPPs, SC is an alternator that
can provide inherently inertial response due to the electrome-
chanical coupling with the grid. The kinetic energy stored in
its rotating mass can naturally counteract the frequency change
during disturbances.
From the literature review, the difference between SC and
SI in terms of frequency support is not very well clarified.
In this paper, synchronous condenser and SI of WPPs are
investigated and clearly shown for the frequency stability im-
provement of low inertia systems. Firstly, usage SC providing
the inherent rotating energy to support inertial response that
helps primary control has more time to react during system
frequency changes. The SC model includes a real automatic
voltage regulator (AVR) system that is interfaced with the
simulation through hardware-in-the-loop (HiL). HiL provides
an efficient real-time control and a safe environment where
tests can focus on the functionality of the controller and
verify all dynamic conditions of the system, which is hard
to implement in real devices [18], [19]. During HiL test, the
physical system of AVR interfaces with the rest of SC and the
grid that are simulated in real-time digital simulator (RTDS),
and the outputs of the simulation imitate the actual output
of the physical AVR system. Secondly, a SI controller of
WPPs and its activation scheme are proposed. The difference
of inertia characteristic between SC and SI for the frequency
control is analyzed. Finally, a combination of SC and SI
is examined that shows a better performance not only in
frequency stability enhancement but also in system frequency
synchronism. These methods are demonstrated on the future
Western Danish renewable-based (DK1) system to analyze
their performance during disturbances. Different scenarios
and wind speed conditions are investigated to examine the
effectiveness of these approaches.
The remaining part of the paper is organized as follows.
Section II introduces the system configuration, system fre-
quency characteristics, SC with AVR HiL testing, and control
design for SI of WPPs. The comparative results of different
scenarios and wind speed conditions using various strategies
are analyzed and discussed in section III. Some specific
important conclusions are drawn in section IV.
II. FREQUENCY STABILITY ENHANCEMENT USING SC AND
SI OF WPPS
In this section, the system configuration of DK1 system
that is used as a low inertia system background is firstly
depicted. After that, the system frequency characteristic is
clearly analyzed. Finally, the AVR HiL testing model of SC
and control design for SI of WPPs are investigated.
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Fig. 1. Single-line diagram of 400 kV Western Danish renewable-based
system in 2020.
A. System Configuration
Fig. 1 shows the DK1 system in 2020 that is using a major-
ity of renewable energy and interconnecting to the neighboring
countries through HVDC links. This system is based on the
current DK1 system [20] adding more 400 MW offshore wind
farm (HRC or HR3) and 700 MW Voltage-sourced converter
(VSC) HVDC interconnection to the Netherlands (COBRA
cable) that are operating in 2017 and in 2019, respectively. The
German grid is modeled by a large synchronous generator with
7 s inertia constant and a load. The frequency control support
of the German grid is adjusted proportional to the power ex-
change. There are three synchronous condensers (the marked
red in Fig. 1) connected at three line-commutated converter
(LCC) HVDC terminals with the detail parameters in Table
I. The AVR of synchronous condenser located at bus FGD
uses real control system to evaluate its performance during
disturbances. There are three aggregate offshore wind farms
(OFWFs), and one aggregate onshore wind farm (ONWF) as
shown in Fig. 1.
TABLE I
SYNCHRONOUS CONDENSER PARAMETERS.
SCs Location
Srated Vrated Qmin Qmax H
(MVA) (kV) (Mvar) (Mvar) (s)
SC1 VHA 200 12 -100 150 2
SC2 TJE 250 13 -120 200 2.2
SC3 FGD 270 15.75 -144 242 2.5
B. System Frequency Characteristics
Inertia is defined as the resistance of a physical object
to changes in its state and position, consisting of its speed
and direction [1]. Applying to an electrical power system,
the physical objects are the rotating machines (generators,
motors, etc.) connected directly to the power system and the
resistance to the change in rotational speed is expressed by
the moment of inertia of their rotating mass. It is assumed
that only synchronous machines (generator and condenser)
contribute to the system inertia in the respect of physics. The
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Fig. 2. The dependence of system inertia on maximum ROCOF and
disturbance size.
system inertia of a power system is referred to the nominal
apparent power of synchronous machines that is defined by
Hsys =
N∑
i=1
(SniHi)
Ssys
(1)
where Ssys is selected equal to the total load of system; N
is the number of synchronous machines; and Sni and Hi
are the nominal apparent power and the inertia constant of
i-th synchronous machine, respectively. The system inertia
depends on the number of operating rotating machines and
the inertia constant of each machine.
A sudden change in load or generation causes a change
in the generation-demand equilibrium. The system inertia
constant plays a vital role in the first few seconds, after
that primary control picks up the frequency deviation by
controlling the governor to return the frequency to acceptable
operating value within 30 s. A higher inertia constant results
in a lower rate of change of frequency (ROCOF), which gives
time to the primary control regulating the power output.
The initial ROCOF that is determined by the size of the
power imbalance and the system inertia is expressed by
ROCOF =
f0
2Hsys
∆P
Ssys
(2)
where ∆P is the disturbance size; f0 is the nominal system
frequency. Let define H1 and ROCOF1 are the system inertia
and ROCOF of the current system, and H2 and ROCOF2 are
those of the future system that uses a majority of renewable
energy, respectively. Hence, ROCOFs of these two systems for
a given disturbance are described based on (2) as follows:
ROCOF1 =
f0
2H1
∆P
Ssys
(3)
ROCOF2 =
f0
2H2
∆P
Ssys
(4)
From (3) and (4) gives:
H2 = H1
ROCOF1
ROCOF2
(5)
From (5), when the maximum ROCOF that is imposed
by TSOs is set, the minimum system inertia of the future
system for a given disturbance is determined based on the
current system, which beyond it ROCOF of the future system
would be over the permissible value. The minimum system
inertia enables the system withstand a certain disturbance
without exceeding a certain ROCOF is shown in Fig. 2. The
general evaluation of minimum inertia will cover disturbance
size from 5% to 30% of the system load, and maximum
ROCOF between 0.5 and 2.5 Hz/s [21]. As can be seen clearly
that there is a reverse correlation between minimum system
inertia and maximum ROCOF, the higher maximum ROCOF
is allowed, the lower minimum system inertia is required. On
the contrary, a positive one exists between minimum system
inertia and disturbance size, a larger disturbance requires a
higher system inertia in order to the system frequency is not
over the permissible maximum ROCOF.
The frequency deviation is regulated by the available fre-
quency containment reserves. In the test system, it depends
on the available primary control headroom of the online syn-
chronous generators (SGs) and the German grid. The Western
Danish system is synchronized to the Continental European
system where its primary reserve is designed in order to the
system frequency deviation remains within a certain range for
ordinary as well as severe contingencies [22].
The system primary regulation constant for the entire system
in MW/Hz is determined by
Ksys =
N∑
i=1
Ki =
N∑
i=1
Sni
Rif0
(6)
where Ki and Ri are regulation constant and droop gain of
i-th synchronous generator, respectively. The system primary
regulation constant determines how much active power sup-
plies/absorbs against frequency changes. Ksys is normally kept
fix and decided by the primary reserve.
When the system operates with high renewable energy pro-
duction, high importing HVDC links, and phasing out of con-
ventional power plants, the system inertia reduces significantly
that makes the frequency dynamics faster and more vulnerable.
This may result in an activation of under frequency load
shedding or ROCOF-operated protection relays for tripping
transmission lines. As a result, the system freely gets split and
more challenging to operate. Cascading failure or even system
blackout may therefore occur. In the low inertia operating
situation, some possible solutions TSOs could be implemented
in form of grid codes such as the minimum system inertia
requirement, limiting the power output of large importing
HVDC interconnections, or HVDC emergency power control
to guarantee for the operational stability of the system.
Regarding the load model, the lately proposed Western
Electricity Coordinating Council (WECC) composite load
model can better represent the dynamic behavior of loads
during faults [23-24], which is the advantage of WECC model
compared to static load models. However, the inertia of the
motor in the model may not represent the worst case for the
frequency stability study. Therefore, the paper uses the ZIP
load model instead, where the parameters of the model are
based on the information provided by the operators. A ZIP
load model as a function of frequency variation and voltage
magnitude that is called voltage & frequency dependent load
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(V&FDL) model is implemented in this paper, yielding to the
following equation
PL = P0(1 + kPf∆f)(pp + pc
V
V0
+ pz(
V
V0
)2) (7)
QL = Q0(1 + kQf∆f)(qp + qc
V
V0
+ qz(
V
V0
)2) (8)
where PL and QL are the active power and reactive power
of the load (pu); P0 and Q0 are the rated active power and
reactive power of the load (pu); V0 and V are the nominal and
actual voltage magnitude at the load bus (pu); f0 and ∆f are
the nominal frequency and frequency deviation (pu); kPf and
kQf are the frequency characteristic coefficients; pp and qp are
the portion of total load proportional to constant active power
load; pc and qc are the portion of total load proportional to
constant current load; pz and qz are the portion of total load
proportional to constant impedance load, respectively.
C. AVR hardware in the loop for synchronous condenser
The AVR of the biggest capacity SC (SC3) located at bus
FGD is implemented HiL, whereas the other ones use modified
IEEE standard model of AC7B excitation system, which is
included in the RTDS library to have a similar response with
the AVR used in HiL.
The entire grid and SC model are simulated in RTDS with
the dash blue bound, while AVR system is implemented HiL
with the dash red one as shown in Fig. 3. RTDS sends three-
phase currents and voltages of the SC terminal, as well as
the frequency and voltage measured at the busbar to AVR,
whereas AVR set point (AVR SP) is sent to RTDS.
The AVR is implemented based on PID controller of the
AVR system of IEEE AC7B excitation model as shown in
Fig. 4 that is modeled in VisSim software in PC1 and then
programmed on PLC S7-400. Furthermore, S7-400 integrates
with supervisory control and data acquisition (SCADA) system
on PC2 using WinCC via IEC 104 standard for continuous
monitoring, data storage, control, and analysis. The SC be-
havior can be captured over a long real-time period and used
for further analysis.
S7-1500
AVR – S7-400H
EXCITER
SC
,busV f
1
V
1
I
AVR SP
HiL
RTDS
CB
ON GRID
GRID
MEASUREMENT TRANSFORMER 
PC1: VisSim PC2: WinCC
DP
OPC IEC 104
Fig. 3. Hardware in the loop testing setup for AVR system.
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D. Synthetic inertia of WPPs
Because the replacement for traditional generation by
renewable-based generation may results in more challenging
for the system frequency stability, TSOs have issued grid
codes to all grid-connected generators. For instance, WPPs
with rated power above 10 MW in the UK, above 50 MW
in the continental European grid, and above 5 MW in Ireland
must be equipped with a control system for frequency response
[5], [25]. To satisfy the grid connection requirement, SI
controller for WPPs that mimics the inertial response behavior
of the conventional power plant during power imbalances is
extremely necessary.
Fig. 5 shows the proposed synthetic inertia controller that
includes two control loops, the first one takes df/dt as
the input to create an additional signal T1, the second one
generates an extra signal T2 from frequency deviation input. In
order to avoid competing control effect, the proposed method
switches the reference from Tref of MPPT control to TSI of
the proposed scheme during the inertia response. The output
of SI can be expressed as follows:
TSI = Kin
df
dt
−Kdroop∆f + Trefp (9)
where Trefp is the reference from MPPT corresponding to
pre-disturbance rotor speed that is stored on the system data.
A low-pass filter is used to eliminate the measurement
noise. Furthermore, a dead band (± 0.015 Hz) is deployed
to avoid the participation of the synthetic inertia control on a
small frequency variation. A high-pass filter (HPF) is applied
to guarantee that the ∆f control loop does not contribute
when the system frequency reaches a new equilibrium and
the turbine can recover the operating speed.
It is important to select properly the values of Kin and
Kdroop. Otherwise, it may cause a poor performance for the
controller. Kin is proportional to df/dt control loop, a high
Kin value may result in over ramping up limit of turbine
speed that can destroy the mechanical part of turbine. Kdroop
is the gain of ∆f control loop, a high Kdroop selection may
meaf 1
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d
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+
reff Kdroop
+
+
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Fig. 5. Synthetic inertia controller of WPP.
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Fig. 7. System frequency, ROCOF, and SC responses during a disturbance
of base case.
lead to the large turbine speed drop that makes the turbine
cannot recover the operating point after disturbances. Kdroop
is selected based on the droop characteristics of SG (from
2%-12%) [5]. An optimal combination of the two gains can
obtain a good performance for SI on the frequency stability
improvement [26].
An activation scheme combined with a minimum rotor
speed check is implemented on this control strategy to make
sure that the rotor speed does not operate below its the
minimum speed limit that may stall the turbine. The activation
scheme can be described by
if
{
fmin ≤ fmea ≤ fmax
ωrmea ≤ ωmin :setA = 0
else:setA = 1
(10)
SI controller is implemented for the three OFWFs of the sys-
tem, one PMSG-based OFWF, and two DFIG-based OFWFs,
as shown in Fig. 1. A ramp rate limit (± 0.5 pu/s) is added to
prevent the immediate on/off activated signal in case reaching
the minimum allowable rotor speed limit. A proper value of
the ramp rate limit makes the transfer period smoother and less
mechanical stress on the turbine and rotor that is discussed in
the result section.
III. CASE STUDIES
Different scenarios and wind speed conditions are investi-
gated in order to examine the proposed method under various
disturbances/faults.
A. Base case
The case is based on the DK1 system data in 2020, all 5
local SGs (873 MW central production) are operating with the
detail data as shown in Fig. 6(a).
In order to verify the contribution of SC to the frequency
stability improvement, the system response during 200 MW
load located at MAL increases at t = 1 s with and without SC
is shown in Fig. 7. With SC the system frequency is much
smoother and stronger while ROCOF is lower than that of
without SC: nearly 0.29 Hz/s versus around 0.233 Hz/s, that
are quite accurate with the Matlab calculation based on (2) as
shown in Table II. It is noteworthy that when the disturbance
occurs SC simultaneously supplies the electric energy to the
system to against the frequency drop with nearly 420 MW/s
active power gradient. With HiL test of AVR, AVR in HiL will
update the changes of voltage and current measurement of SC
to calculate AVR SP and send back to SC in RTDS to control
the terminal voltage during the disturbance. It can be seen that
SC can improve significantly ROCOF of the system thanks to
the swiftly rotating energy supply to the inertial response.
B. High wind and high load (HWHL)
1) High wind and high load with 3 online SGs: In this
scenario, the load capacity is simulated for the future load (in
2050) that is estimated 1% increase per year based on the
base case load and the wind speed condition reaches the rated
speed at 12 m/s so that WPPs are operating at their rated power
output. The system data with three committed SGs is shown
in Fig. 6(b).
The system responses during 10% of the total current load
located at bus MAL increases at t = 2 s are illustrated in
Fig. 8. The black line represents the system responses without
SC and SI implementation, while the red one and blue one
describe the system responses with SI and with SI combined
SC, respectively. With SI controller the frequency nadir is
significantly enhanced from around 49.48 Hz to 49.55 Hz
while ROCOF is slightly improved. An opposite correlation
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Fig. 8. System responses during a 10% load increase disturbance of HWHL 3 SGs in operation.
Fig. 9. System responses during a 10% load increase disturbance of HWHL no local SGs in operation WO, WSI, and WSI+SC.
is seen when SCs are in service, ROCOF is drastically de-
creased from 0.5 Hz/s to approximately 0.4 Hz/s, whereas the
frequency nadir has a small improvement. It can be explained
that when the disturbance occurs, at first few second SC’s
rotating energy is released in order to support to system inertial
response that helps ROCOF improve, SI responds afterwards
to increase temporarily WPP power output counteracting the
frequency drop as well as compensate for SC’s rotating energy.
It can be seen much more clearly about the response time
that shows how fast they react from the active power gradient
(dP/dt) plots of SC and WPP in Fig. 8. Consequently, the
combination of SI and SC results in an efficient enhancement
of the frequency stability in term of frequency nadir and
ROCOF. As expected, WPP can recover the pre-disturbance
operating speed when the system frequency reaches a new
equilibrium.
2) High wind and high load without online SGs: In this
scenario, the system operates without any local committed
SGs (no central production) with the power flow as shown
in Fig. 6(c). In order to support the inertial response, three
more SCs are installed to the system at KAS, TRI, and EDR
that are the same specification with SC3. The locations of SC
installation are based on the reactive power support demand
through power flow calculation. In this situation, the system
operates in a very low inertia constant and relies largely on
the German interconnection. The frequency is measured at
three locations KAS, LAG, and FER to witness the frequency
synchronization when the system operates in a low inertia
condition.
Load increase disturbance: The same load increase dis-
turbance size occurs. As can be seen clearly from Fig. 9 that
the system frequency without SCSI (WO) undergoes a huge
oscillation and gets unstable after around 5 s because only the
German side inertial support is not enough for the frequency
recovery. An interesting point should be mentioned here is the
various frequency behavior in different parts of the system. A
reverse oscillation occurs with the frequency at KAS compared
to that of FER and LAG. With the combination of SC and
SI, the system stays in synchronism and becomes stable after
approximately 5 s as seen in the third sub-plot. It can be
explained that at the first few seconds, the inertial response
mainly from the German side and SCs tries to restrain the
frequency change, after that the inertia support from SI of
WPPs and primary control help the system frequency recovery
and stable. Only SI in operation is not fast enough for the
frequency support in this low inertia condition, which leads to
a large oscillation before getting stable on the frequency, as
shown in the second sub-plot of Fig. 9.
A three-phase short circuit: A three-phase short-circuit
fault occurs at t = 1.6 s and cleared at t = 1.7 s at the bus
TRI, and after that the circuit breaker of TRI load (250 MW)
is activated to disconnect the load. The comparative results
suggest that with SCSI not only the frequency stability is
improved significantly, but also the system is much more
synchronized (Fig. 10(a)). Without any inertia supports of
SC and SI, the frequency experiences a huge deviation and
ROCOF reaches around 3.5 Hz/s. A significant enhancement
of maximum frequency and oscillation damping is observed
when SIs are in service. The maximum frequency is reduced
considerably and rapidly settles down without further increase
like the WO case. On the other hand, a huge enhancement
is observed in ROCOF with SC in operation. However, a
quite large frequency deviation is witnessed with SC after
the TRI load disconnection. This can be explained that at the
first few seconds following the fault, the German side and
all of SCs inherently contribute inertial response to the grid
by absorbing the power to against the frequency increase that
can be observed in a significantly ROCOF improvement. After
supporting inertial response, SCs release the energy to the grid
to recover their speed which makes the frequency deviation
larger as shown in Fig. 10(a). This issue is addressed with the
combination of SC and SI in operation. ROCOF is lower from
nearly 3.5 Hz/s (WO) to 2.5 Hz/s that satisfies the acceptable
range of the Continental European grid code (± 2.5 Hz/s) [27].
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(a) Exporting HVDC link to Norway.
(b) Importing HVDC link from Norway.
Fig. 10. System frequency and ROCOF during a three-phase short-circuit fault with WO, WSI, WSC, and WSC+SI.
Another scenario of HWHL without online SGs is switching
the power transfer direction of HVDC links to Norway.
The current power flow of the system is listed detail in
Fig. 6(d). The 1000 MW power is imported from Norway
to DK1 through HVDC links, which leads to a reduction in
importing power and the frequency control support from the
German grid. Consequently, the system frequency dynamics
is faster, the frequency deviation and ROCOF are much
larger than the exporting HVDC links from Norway case
with the same incident sequence at bus TRI as shown in
Fig. 10(b). Specially, ROCOF that is measured at bus KAS
even reaches approximately 8.5 Hz/s instead of 3.7 Hz/s in
the previous one. With SC and SI are in service, this value is
considerably enhanced around 4.3 Hz/s. However, this value
is out of the acceptable range of the grid code (± 2.5 Hz/s),
a limit of power output of importing HVDC link, or system
inertia minimum requirement, or more synchronous condenser
installations should be implemented in low inertia systems.
C. Low wind and low load (LWLL)
This scenario examines the SI controller operating in low
wind speed condition (VW= 9.5 m/s) that leads to the rotor
speed hit its minimum allowable speed during a disturbance.
The system operates with 70% of the base case load and no
central production with the detail data as shown in Fig. 6(e).
In this scenario, DK1 system operates like a corridor to
transfer the power from Germany to Norway, Sweden, and
the Netherlands.
As expected, the ROCOF experiences a 0.2 Hz/s improve-
ment from -0.6 Hz/s to -0.4 Hz/s when SCs are in operation
during 15% current load increase disturbance as shown in
Fig. 11. On the other hand, the frequency nadir and settling
time have a significant enhancement with SI controller. It is
noteworthy that (2) is not precise in low inertia systems as
shown in Table II.
An interesting point which should be concerned here is the
rotor speed hits the minimum speed limit that is set 0.75 pu
during the disturbance. This causes an unsmooth response on
the recovery section of the active power and the rotor speed.
It is worth to mention that a proper ramp rate limit can help
the rotor speed response smoother and reduce the mechanical
stress.
A comparative load behavior of frequency dependent load
(FDL) and V&FDL of FER load is shown in the last sub-plot
of Fig. 11. It can be seen that the load changes immediately
after the onset of the disturbance and is mainly caused by the
voltage dependence.
IV. CONCLUSION
With a sharp increase of converter-based generation in
power system, there is a significant reduction on the system
inertia and the primary frequency control. That may cause
a faster frequency dynamics and a larger frequency deviation.
Additionally, the system inertia constant becomes time-variant
because of the variability of power dispatch and demand
scenarios.
The paper proposes different strategies for frequency stabil-
ity improvement that use SC, SI of WPP, and their combination
to support the inertia response for the low inertia system
during power imbalances and three-phase short-circuit fault.
In addition, hardware-in-the-loop test of AVR is implemented
to validate its controller before deployment.
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Fig. 11. System responses during a disturbance of LWLL.
The combination of SC and SI may pronounce the inertial
response of a synchronous generator during a frequency ex-
cursion. The inertial response is from SC mainly improving
ROCOF, afterwards the primary frequency control with fast
time response from SI of WPPs takes over and significantly
enhancing frequency deviation. This work is based on the
simulation to show how to tune Kin and Kdroop to adjust the
output of WPP to support frequency stability and compensate
the kinetic energy recovery of SC after its inertial response
to help the system quickly settle down. Kin is tuned to
get a proper power at the beginning of the SI response
based on df/dt whereas Kdroop and T2 are tuned based on
frequency deviation to adjust how large and fast the output
of SI is. As a result, a combination of SC and SI provides a
better performance that not only enhances maximum/minimum
frequency and ROCOF, but also helps the low inertia system
more synchronized during different disturbances. Furthermore,
TSOs may impose requirements on the minimum system
inertia and examine the impact of HVDC in low inertia
operating conditions.
TABLE II
SYSTEM INERTIA AND ROCOF IN MATLAB CALCULATION.
- Cases (a) (b) (c) (e)
H (s)
WOSC 6.53 5.42 4.54 8.76
WSCs 7.46 6.1 5.52 10.63
ROCOF (Hz/s)
WOSC -0.26 -0.45 -0.56 -0.43
WSCs -0.23 -0.41 -0.45 -0.36
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